C52004™

NEMA 4X Alarm
Installation Instructions

Be sure to follow Electric Code, ANSI/NFPA 70, when installing this unit to prevent
moisture from entering or building up inside equipment.

Alarm & Float Installation:

Decide mounting location.

Install the unit using the built in mounting feet.

Hook the 120 VAC plug into a 120 VAC receptacle separate from the one used

for the pump to ensure proper notification.

4. Now manually test the alarm by tilting the float switch up until you hear the
alarm notification and you see the alarm light turn on. The float switch can be
easily mounted by attaching the float cord to the pump discharge pipe with tie
wraps.

5 Periodically test unit by touching the cover of the enclosure where indicated

twice within 1.5 seconds of each touch to make sure the unit is working properly.

(Touch once to silence - Touch twice to test)
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